When designing fire safety of buildings the fire growth rate is an important parameter, in large affecting the overall fire safety level within the building. Generally, a deterministic fire growth rate is used raising the question whether the resulting design arrives at a reasonable level of safety. A method was developed to obtain distributions of fire growth rates in specific building types. The new method uses data from two sources: fire statistics, and fire growth rates on single objects obtained by calorimetry experiments. In addition, the method was demonstrated by a case study investigating whether the overall fire growth rate is faster for commercial buildings if arson fires are included than if they are not. The results show that there is a considerably higher fire growth rate when arson fires are accounted for, e.g. designing for a fast fire growth rate of 0.047 kW/s 2 covers 97% of accidental fires (arson excluded) but only 91% of all fires (arson included). The results indicate that there is a need to account for arson fires when designing buildings when the probability of arson is high. The developed method provides means to account for arson in fire safety engineering, and to further quantify the achieved fire safety level.
INTRODUCTION
A common approach in fire safety engineering, and design of buildings, is to determine a design fire where the heat release rate (HRR) is described with an exponential fire growth rate for the pre-flashover phase [1] . This in turn forms the basis of the design. The exponential fire growth rate is often referred to as the alphat 2 fire curve, and it is described in textbooks and guidelines used for fire safety engineering, see Eq. 1. In Eq. 1, Q  is the HRR (kW), α is the fire growth rate (kW/s 2 ) and t is the time (s). A faster burning fuel will generally have a higher alpha-value, i.e. a faster fire growth rate, and approximate alpha-values for a range of different objects (i.e. fuel packages) are available in the literature [1] . Due to limited resources, it is not possible to analyse more than a very limited amount of possible fire scenarios during the design phase of a building. The resulting fire safety level is dependent upon a large variety of parameters, e.g. maximum HRR, production of smoke and soot, fire growth rate etc. In the early stage of a fire, the fire growth rate is probably the most important parameter for life safety. Consequently, the resulting safety level is highly dependent upon the choice of the fire growth rate, which in turn determines the HRR, previously expressed to be the most important variable in fire hazards [2] . Lately some building codes have prescribed fire growth rates, for different occupancies, to be used in performance based design [3, 4] . In general, this choice of a deterministic fire growth rate for design is thought to represent the worst possible conditions that could "reasonably" occur, often called the worst-credible case. This can be compared to treating uncertainties on level 2 according to Paté-Cornell [5] , on level 2 uncertainties are treated by choosing conservative values. However deciding on what value of fire growth rate to be used for design is often problematic and, as Paté-Cornell [5] points out, there is always the question of how conservative the chosen value actually is. Since the uncertainties, or the risks, are not quantified, the worst-credible case approach presents shortcomings in the risk management phase since it does not allow for meaningful comparisons of risks and therefore priorities between mitigating measures are difficult [5] .
intervene, which could affect life safety as well as property damage. A faster growing fire than designed for could also result in impairment of fire protection systems. As an example, a sprinkler system might not be able to control the fire if the fire is too large upon activation, smoke management system might be overwhelmed causing large property damage and a negative effect on life safety. Therefore, it is desirable to find the actual distribution of fire growth rates for different types of buildings, in order to quantify how conservative the chosen fire growth rate actually is. Furthermore, with a distribution of the fire growth rate the design can be made towards a well-defined target, e.g. the building should be designed to be able to handle 98% of all possible fires.
Most buildings codes have a focus on life safety in case of accidental fires, i.e. fires that starts by accident, or rather; there is no explicit approach to deal with antagonistic threats such as arson. This is of course reasonable if there is no significant difference between the fire growth rate of only accidental fires and all fires (including arson). Arson is a common cause of fires according to statistics from several countries, e.g. in Sweden and UK arson accounts for 10-15% and 15-20% respectively of all fires in buildings [7, 8] . However, the extent of arson also varies with the type of occupancy and in Sweden, for example, arson accounts for 8% of fires in residential buildings and for more than 40% of fires in school buildings. In many cases arson accounts for a large part of all fires, and it might be important to give special attention to these fires in fire safety design of buildings.
Typical arson fire scenarios in schools have been identified in a previous study [9] but there was no detailed analysis conducted whether these scenarios had a faster fire growth rate than accidental fires. Holborn et al [10] used the Real Fire Library, a database consisting of data collected by the London Fire Brigade investigators, to among other things find lognormal distributions for fire growth rates for use in probabilistic fire risk assessments. According to Holborn et al (see table 1) a fire with an alpha-value of 0.047 kW/s 2 will cover 95% of all fires in public buildings and 89% of all fires in retail (including arson fires). Nystedt [11] has also tried to quantify distributions of the fire growth rate in retail buildings with the conclusion that the 92 nd percentile corresponds to a fire growth rate of 0.047 kW/s 2 . However, no study of how the fire cause (e.g. arson) affects the fire growth rate was conducted in the studies. Furthermore, Holborn's [10] data is limited to buildings in London and conditions there might not apply to other countries because of differences in construction, regulations, culture etc. Nystedt's [11] data used fire growth rates for upholstered furniture [12] ; hence the results only apply to furniture while the combustibles in e.g. a retail store can be different. Angerd and Frantzich [13] also tried obtaining a fire growth rate distribution by conducting an inventory of combustible material in 15 retail stores. The data, however, was limited and only resulted in a discrete distribution. The fire growth rate is one of the most important parameters in fire safety engineering affecting the fire safety level of a building. Often a deterministic fire growth rate is chosen for design and there is no quantification of the severity of the chosen value, hence resulting in an unknown safety level. Furthermore the effect of more severe fire scenarios such as arson might need to be accounted for if they affect the overall fire growth rate. The aim of this paper is to develop a method to obtain distributions of fire growth rates in specific building types with the ability to differentiate between different fire causes, hence enabling quantification of the severity of the chosen fire growth rate. Furthermore, the aim is to use the method to investigate whether the overall fire growth rate is faster for commercial buildings (buildings containing retail e.g. shopping centres) if arson fires are included than if they are not. Since the fire growth rate impacts the overall safety level in the building it is believed that arson fires need special attention in building design. Especially in multifunctional and public buildings, like shopping malls, where the occupant density can be high, important societal functions can be gathered and the probability of arson fires occurring could be fairly high [14] .
METHOD AND CASE STUDY FOR COMMERCIAL BUILDINGS
To assess the effect of different fire causes on the fire growth rate it is necessary to develop a new method that has its origin in fire statistics that differentiate between fire causes. This was not possible with the previous mentioned studies [10, 11, 13] as the results are presented. In Sweden, the Swedish Civil Contingencies Agency (MSB) has gathered statistics from all rescue service operations since 1996 [8] .
More than 150,000 incidents where the rescue service has responded to a fire in a building are included in this extensive database. The statistics can be used to make analyses of a range of different parameters. However, the database does not hold any information on fire growth or fire size at certain time points, as the data used by Holborn et al [10] did. Consequently, the MSB statistics alone cannot be used to determine distributions of the fire growth rates in Swedish buildings. Therefore, the new method needs to include other sources of data.
Firstly, the statistics from MSB were examined in order to determine the possible ways of using the data to obtain distributions for the fire growth rates. It was concluded that the statistics from MSB needed to be complemented with experimental data on fire growth rates for single burning objects. The principle of the method is shown in Fig. 1 . In certain building types there are a number of recorded fires with recorded first objects ignited. By determining the fire growth rates for all recorded first objects ignited and grouping the fires where the fire growth rate falls in a certain interval a histogram is obtained. The histogram essentially is a discrete distribution to which a continuous distribution can be fitted. The practical working procedure in Fig. 1 is starting from the right and works further to the left. Each object ignited has been assigned a fire growth rate and each fire has a first object ignited and therefore the fire growth rates have a frequency creating the distribution for the building type.
For some of the objects it was difficult to determine a fire growth rate due to imprecise labeling of first objects ignited in the statistical data. The imprecise labels were "other", "unknown", "furnishing and decorations", "other furnishing and decorations". In order to obtain more representative fire growth rates for these labels, the room type was used to be able to pinpoint likely fire growth rates, i.e. an "unknown" fire in a kitchen will likely be different from an "unknown" fire in a sales area. The values for "furnishing and decorations" and "other furnishing and decorations" were chosen based on the room type and what type of combustibles that are expected to be present in the room type. The objects "other" and "unknown" on the other hand were given a fire growth rate that is a weighted average value for each room type, i.e. when the object is unknown it is assumed to have a fire growth rate that is distributed according to the other objects in that room type. This is considered to give a better estimate than if an overall average of fire growth rate in the building was used. Also see Appendix A for further information.
These procedures constitute the method itself and then a case study was done for Swedish commercial buildings to find the distributions for all fires (including arson) and accidental fires (excluding arson). 
Fire statistics
The statistics used in this paper originates form the Swedish IDA database, provided by MSB [8] during twelve years (2000) (2001) (2002) (2003) (2004) (2005) (2006) (2007) (2008) (2009) (2010) (2011) . IDA is national and freely available database where all rescue service response is recorded. All rescue services in Sweden reports to this database. To be able to compare and identify differences between arson and accidental fires two cases have been studied (see table 2 ). The categories "Outside" and "Outside building" represents the same type of fire origin, the reason for the two different labels is that the form that the rescue service fills in has been changed sometime during the data collection period. This means that the total share of fires outside building is 0.11. The fires in each room of fire origin have then been categorized with respect to the object first ignited. An example of this categorization is presented in table 4. A fire growth rate is assigned to each one of the objects first ignited and it can be weighted with its share of total fires.
Fire growth rate
A review of literature and experimental test reports have been conducted in order to find fire growth rates for the objects categorized in the statistics, also see Appendix A. The fire growth rate will depend on the material, size and configuration of the object, but the statistics do not reveal much in regard to this. This creates uncertainties when assigning deterministic alpha-values to each object. It would of course be desirable if a statistical distribution for the fire growth rate for each category could be created based on experimental data. However, a vast amount of experiments and data is needed in order to create such distributions and for most objects only a few data points are available. The alpha-values assigned to the objects in this study are mean values based on available literature and published experimental test reports.
The entire list of alpha-values used in this study is available in Appendix A.
To obtain the distributions the assigned fire growth rates were divided into intervals of 0.003 kW/s 2 from 0-0.192 kW/s 2 . In each interval the mean value of the fire growth rate was assigned to the interval and the frequency of each fire growth rate was plotted in a histogram. To the histogram a lognormal distribution was fitted using MATLAB [24] .
The expected value, E(x), of a lognormal distribution is given by Eq. 2.
Where μ is the mean and σ is the standard deviation. The X th percentile of a lognormal distribution provides a single parameter measure of the largest value that will occur in X% of the cases and is given by Eq. 3.
where A is a constant depending on what percentile is sought and can be found in tables for normal distributions. For the 95 th percentile A=1.645 and for the 99.5 th percentile A=2.575. Table 5 shows the estimated lognormal distributions of the fire growth rate for commercial buildings in Sweden based on the statistical data and estimation of fire growth rates as described in the method section above. The distributions are divided into accidental fires where arson fires have not been included and into all fires where arson fires have been included into the statistical data. Figures 2 and 3 show the probability density function (PDF) and the cumulative distribution function (CDF) for the accidental fires and all fires respectively. The histograms shown in the figures display data sets using a probability histogram, i.e. the height of each rectangle is the fraction of data points that lie in the bin divided by the width of the bin [25] . This makes the sum of the areas equal to one. The fitted curves show a difference between fire growth rates depending on whether arson is accounted for or not. If arson is not accounted for the expected value of the fire growth rate is 0.0113 kW/s 2 and if arson is accounted for the expected value is 0.0192 kW/s 2 , i.e. a 70% higher fire growth rate when arson is accounted for. There is an even bigger difference when considering the tail of the distribution, for the 95 th percentile the fire growth rate is 83% higher and for the 99.5 th percentile the fire growth rate is 110% higher. It is concluded that considering arson increases the expected alpha-value as well as the tail of the distribution. In addition the distribution for the fire growth rates when considering arson has a higher standard deviation than when not considering arson, indicating that the uncertainties in the values are larger. Also it is shown in table 5 that if a fast [15] fire growth rate with an alpha-value of 0.047 kW/s 2 is used for design, 97% of all accidental fires are covered while as only 91% of all fires (including arson) is covered. In the figures above, there is a high density in the histograms around a fast fire growth rate of 0.047 kW/s 2 , this is due to the discretization of determined alpha-values, also see the discussion section.
RESULTS FOR COMMERCIAL BUILDINGS

DISCUSSION
The approach where a fire growth rate is assigned to describe the HRR of a fire according to Eq. 1 is commonly used within fire safety engineering during design of buildings. Due to limited resources it is not possible to analyze more than a very limited amount of possible fire scenarios during the design phase of a building. Nevertheless, there is a need to evaluate a wide variety of objectives such as the ability to achieve protection objectives and life safety. In order to do such evaluations estimations of parameters like fire growth rate, fire location, maximum HRR, smoke production rate etc. is needed. In general a deterministic fire growth rate according to the worst credible case is often used. However, this type of deterministic analysis presents shortcomings, as discussed above and as concluded by Paté-Cornell [5] , in the risk management phase since the fire risk is not quantified. The new method, presented in this paper, to develop a distribution of fire growth rates, presents one piece of the puzzle to further quantify the risk and estimate how conservative the chosen fire growth rate actually is for a specific building. Furthermore since the fire growth rate and the HRR are very important for life safety, i.e. using a non-representative fire growth rate results in other parameters such as smoke and gas production, radiation etc. being affected as well, the impact of the fire growth rate is therefore decisive. The new method is beneficial for practicing fire safety engineers, business owners, authorities etc., since the design fire can be quantified in terms of probability and therefore a concise design criterion can be stipulated, e.g. 95% of all fires should be covered by the design.
As shown in the study for commercial buildings there is a considerable difference in fire growth rates at the higher percentile values if arson is included into the data, e.g. the 95 th percentile value including arson is 0.069 kW/s 2 and if arson is not included it is 0.038 kW/s 2 . Both the Swedish and the New Zealand building codes have stipulated fire growth rates for the pre-flashover fire and for the considered commercial buildings both countries have chosen a fast fire growth rate of 0.047 kW/s 2 [3, 4] . According to the results for commercial buildings a fire growth rate of 0.047 kW/s 2 incorporates 97% of the accidental fire growth rates (excluding arson) and 91% if arson is included. If designing for the fire growth rate stipulated by these codes [3, 4] the estimation of the fire growth rates, shown in table 5, results in 9% of all fires being expected to actually grow faster than the design value (when arson is included). If the building type considered has a large percentage of arson fires there is clearly a need to take this into account during the design phase due to the relatively large difference in anticipated fire growth rates. In most cases a faster fire growth rate would result in a shorter time to reach tenability conditions. If the building in question's fire protection is optimized and designed for a specific fire growth rate, e.g. a growth rate stipulated by code, an actual fire having a faster fire growth rate, than designed for, would result in people getting exposed to untenable conditions during evacuation. However, to our opinion most buildings are not that optimized and it should also be noted that the tenability conditions, as stipulated by building codes, are not lethal conditions, i.e. there are a variety of safety margins built into the code. But excluding arson during design will decrease the safety margin and expose people to a higher risk than if arson was accounted for during design. Faster fire growth rates will of course affect other protection objectives as well, e.g. protection of functions in multifunctional buildings, where the location and size of the fire is of great importance [14] . The design fire growth rate will have an impact on the overall fire safety level, both life safety as well as other protection objectives such as property, functions and businesses. Furthermore there is a clear trend, shown in Fig. 2 and 3 , that accounting for arson fires results in a higher fire growth rate. Hence it is important to take arson into account if a large percentage of the expected fires are likely to be arson fires.
The presented method combines two different data sources, data regarding fire growth rates for specific objects and statistical data of occurred fires. There are uncertainties connected to both data types. For the fire growth rates there are problems with finding values for different starting objects, there might not be any data at all available and experiments are needed or gross estimations have to be made. Furthermore there are also problems with the very broad categories used in the statistics, e.g. if the first ignited object is a sofa and an alpha-value is needed for the category sofa, there can be a large variation of growth rates between different tests and sofas, see e.g. Fig. 4 . One way to handle this would be to describe every first ignited object's fire growth rate with a distribution. However, the available data is fairly limited for most objects and it would be very difficult to do and at the same time new uncertainties would be introduced. A problem with the case study for commercial buildings is the large number of "unknown" and "other" first objects ignited. For these objects a weighted average value has been used which creates an uncertainty. The weighted average value is probably not the accurate alpha-value for these categories and if e.g. more arson fires are present in these groups the alpha-value would be higher than estimated in the study. This is attributed to shortcomings in the statistics and improving the statistics would reduce this uncertainty. When using this method for retrieving alpha-values for building design purpose it is therefore recommended to conduct a sensitivity analysis of the effect of these "unknown" and "other" first objects ignited. It is believed that there is a tendency to categorize arson fires as unknown in a higher degree than other fires due to categorizing the fire as arson may have legal implications. If this is the case the effect on the result of the case study would be that the fire growth rate including arson is underestimated.
Another problem with alpha-values is whether the fire really is well described by an alpha-t 2 fire. If looking at the HRR curves in Fig. 4 there is the matter to decide on what is the alpha-value for each single object. In addition the alpha-t 2 fire might not at all describe the actual HRR, this is especially evident for sofa Y5.4/15 in Fig. 4 . However it should be pointed out that exactly describing how a fire develops in reality is not the same as designing a building. As long as the design fire covers the worst credible fire, the design fire is probably acceptable to design for, as it covers most other fires. In Fig. 4 the design fire probably covers most of the sofa fires in the figure. Another issue with determining fire growth rates for starting objects is that the values are most often taken from furniture calorimeter tests, hence they are free burning and the room effects on the fire development is ignored [1] . For small rooms, in relation to the HRR, this can be of importance since the radiation from the smoke layer might increase the mass loss rate hence accelerate the fire. However this effect is assumed to be quite small in the early stage of the fire for the buildings studied where most areas are large open spaces reducing this effect.
As the fire spreads to additional objects within the room the total fire growth rate in the compartment might increase. This means that using one single alpha-value in a design could be non-conservative if it could be expected that the fire spreads to other objects than the first object ignited. The fire growth rate, after the fire starts to spread to other objects, will depend on several parameters like: distribution of combustibles, type of combustibles, compartment layout, compartment height etc. Thus, the presented distribution in this paper gives an estimate of the distribution of the initial fire. Within the statistics the first object ignited is sometimes a small item with a low growth rate, e.g. a light bulb. The low growth rate is believed to be valid due to the fact that in order to be able to determine the actual ignition source to be the light bulb the damage by the fire would be rather small indicating a low growth rate. However, the same method could be used to arrive at a distribution of the fire growth rate for a longer time period if data on room growth rates are used instead of single objects. When comparing the histograms to the estimated distributions and the fitted PDF:s, see Fig. 2 and 3 , it is shown that there are deviations between the distributions and the data for the alpha-values. This is especially evident at 0.047 kW/s 2 and 0.07 kW/s 2 . One explanation for this deviation is that discrete intervals and estimations have been made for each first ignited object. These estimations have then been used for all fires where the first ignited object is the same, resulting in the fact that there are a large number of "observations" at specific values. In reality the distribution is more continuous which would result in lower densities at e.g. 0.047 kW/s 2 making the fitted log-normal distribution more accurate. Also the adherence to the standard alpha-values, see e.g. [15] , results in the fact that a large number of "observations" is shown at these specific values. If a distribution was used for the fire growth rates of the first objects ignited the distribution of the overall fire growth rate would have been more continuous, however such data is not available.
Another difficulty with the fire growth rates for the arson fires is that the effect on the growth rate when igniting other combustibles using an accelerant is not studied well. Richards [17] e.g. studied the HRR from a Molotov cocktail, however the ignition of secondary items was not studied well. Janssens et al [18] studied the effect of ignition of furniture with an accelerant, however only a small amount of flammable liquid was used, 59-118 ml, and the conclusion was that ignition with the large gas burner resulted in the same HRR considering uncertainties. The amount of flammable liquid used in the study by Janssens et al [18] is not considered to cover arson fires since a larger amount of flammable liquid is expected, around 1 L. Krüger et al [19] used approximately 1 L of flammable liquids resulting in a fire growth rate of approximately 0.07 kW/s 2 , the same fire growth rate as Holborn et al [10] used. In this study 0.07 kW/s 2 has been used since it is judged reasonable considering the time frame and amount of flammable liquids, also see Appendix A. However, there are considerable uncertainties and there is a need for further research within this area.
There are also uncertainties associated with the fire statistics, which is used as the second data source. Several countries presents fire statistics yearly and in many cases it is possible to distinguish the distribution of objects first ignited in different occupancies. In this paper Swedish fire statistics are used which means that the distribution of fire growth rates presented is primarily valid for Sweden. It is mandatory for all rescue services in Sweden to fill in a special form after every emergency turn-out. Data from these forms are collected and compiled by the Swedish Civil Contingencies Agency in a public database, which holds information on more than 160,000 fires in buildings. Even though there is a lot of data it still has its limitations. Firstly, the data is collected with a special form consisting mainly of tick boxes with different alternatives, this means that there is a control of the type of data that is collected and it can lead to interesting facts not being collected. Secondly, there might be some inconsistency in the filling of the forms since they are filled in by a variety of people within the rescue service organisation. Finally, the categories unknown cause and unknown first object ignited are often very large which will hold some hidden statistics that can be important. This is an uncertainty and in this paper the unknown cause and first object ignited has been assumed to have a fire growth rate distributed according to the known first objects ignited. However, this does not affect the method itself.
As can be seen in Fig. 2 and 3 the distribution for fire growth rates follows a log-normal distribution fairly well which is supported by other studies, see e.g. [10] . When taking into account arson fires in the distribution both the expected value and the percentile values increases. There are considerable differences when studying higher percentile values due to the tail of the distribution and that the standard deviation is larger for the distribution with arson fires. In the statistical data approximately 20% of the fires are reported as arson and this large percentage is of course affecting the result. In buildings where arson fires are less common the difference would probably not be as large, however this is dependent upon the type of arson fire. In the data the main reason for arriving at high alpha-values is the flammable liquid fires, which constitutes approximately 10% of all arson fires, i.e. approximately 2% of all fires. This affects the estimated growth rates of the fires that are unknown as well, which is a reasonable assumption due to the fact that there statistically should be some arson fires that are unknown. Another factor is that the arson fires often are started in areas where the growth rate is assumed to be high, e.g. approximately 25% of the arson fires are external fire where a "fast" growth rate is assumed.
The lognormal distribution is intuitive for the fire growth rate and this was also concluded by Holborn et al [10] . The study has been carried out for Swedish commercial buildings. The difference between countries is mainly expected to be due to the fire statistics, here the largest difference between countries are expected.
When comparing the results shown in table 5 with another similar study made by Holborn et al [10] they show similar results, see results from [10] in table 1. It should be noted that the values presented by Holborn et al are based on a small number of observations, however every observation is more detailed since a fire investigator attended every observed fire [10] . Therefore, it is not surprising that the standard deviation is larger for the values given by Holborn et al [10] . Further it is unknown whether arson fires are included or not and it is difficult to determine what category (public building or retail) that corresponds to the Swedish commercial building. However, it can be seen that the values are pretty similar and the values obtained in this paper is somewhere in between Holborn's public and retail values for most part. Also the values obtained with the new method are similar to the values presented by both Nystedt [11] and Angerd and Frantzich [13] supporting its validity.
CONCLUSIONS
A new method for determining a distribution of fire growth rates for different buildings have been developed and is based on fire growth rates for first objects ignited and fire statistics regarding what kind of first objects are ignited. The method fills a gap in the current methods in determining fire growth rates since it provides a way to quantify the severity of the chosen fire growth rate, e.g. the 95 th percentile fire growth rate. It has been shown that, if arson is included when determining the distribution, a considerably higher fire growth rate is obtained, especially for the tail of the distribution. If the probability for arson fires is considerable for the specific building (considering statistics for the area, building type etc.), a higher fire growth rate is expected and this might need to be taken into account during design since it affects the overall fire safety level of the building.
There are uncertainties connected with the obtained values for the commercial buildings, however the method itself produces values that are supported by the literature and improvements in statistics (e.g. reducing the amount of unknown first objects ignited) and values of fire growth rates will make the method even more usable. Furthermore the method provides a mean to quantify the fire risk and associated uncertainties in a better way than with just a prescribed fire growth rate to be used for design.
In order to limit the uncertainties more research is needed regarding the effect on the fire growth rate on ignition of secondary objects ignited with flammable liquids. Further, improving the statistics by reducing categories such as "unknown" and "other" would make the results even more reliable and there is a need for development of the way of recording data from the rescue service operations.
[23] Table A1 below shows the chosen fire growth rates for the object first ignited that were common for all room types. The values are based on literature review and judgment by the authors. Based on gathered data in the literature review a fire growth rate was chosen for every single object. The values were chosen to represent the expected value for each object. Exterior fires can vary considerably as discussed in [9] and they are often arson fires. However, due to the statistics it is assumed that when an exterior fire is indicated there was no flammable liquid used since flammable liquids is a separate category. This removes the high end of the growth rates for exterior fires and common first objects ignited are assumed to be idle pallets, trash, vehicle etc. Based on the references in the table a growth rate of 0.047 kW/s 2 was chosen.
APPENDIX A -FIRE GROWTH RATES
Paper and carton is a fairly undefined category, the above value is based upon paper in waste baskets from [16] and trash bags from [21] . Trash in container was chosen based on the same references, however plastic commodities was included as well, hence the higher fire growth rate.
For switchgear rooms a recommended value from [22] has been used. This is also considered to represent transformer rooms since most transformers in these public buildings are dry-type transformers in Sweden.
Other electrical installations have a wider spectrum and the value has been chosen according to [10] .
Further the heating equipment is most often public district heating with limited amount of combustible material in technical areas, hence heating equipment was given a value in the same order as electrical rooms. In typical HVAC rooms the amount of combustible material is limited and considered equivalent to electrical rooms. Machine is also a quite undefined object and it was chosen equivalent to electrical equipment due to the fact that most expected machines in this type of occupancies are of electrical type. It should also be noted that the object machine was only the first object ignited in approximately 1% of the observed fires, hence the impact of the chosen value is limited.
Flammable liquids have a very fast fire growth rate. The use of flammable liquids in an arson fire is often of the type where the arsonist brings flammable liquids to start a fire. Hence the amount of flammable liquids is generally limited and in this study assumed to be around 1 L in average. When pouring out flammable liquid on other combustibles it is expected that the flammable liquid will burn off fairly quickly, but also increase the fire growth rate of the ignited object. Hence a fire growth rate that is faster than regular combustibles but slower than just flammable liquids is reasonable considering the studied time frame. The value presented by [10] is used which is also supported by the test performed by Krüger et al [19] showing a similar fire growth rate for a room where the fire was started with approximately 1 L of flammable liquids in the different tests.
The chosen value for car is a mean value of the fire growth rates presented in [23] and [16] .
Below in table A2 are the values for the objects label: "other", " unknown", "Furnishing and decorations" and "other furnishing and decorations" dependent on specific room types presented. The "other" and "unknown" categories have values that are weighted average values. For "furnishing and decorations" and "other furnishing and decorations" representative values have been chosen based upon the assumed type of combustibles present in the specific room type. The values were chosen to be according to the standard values for fire growth rates, see e.g. [15] , either slow, medium, fast, ultra fast or in the middle between the categories were chosen.
Sales area for example was assumed to consist of clothing store, food store, electronic store, flower store and furniture store. Based on curves in [23] clothing store was assumed to have a growth rate of 0.049 kW/s 2 based on clothing fires, food store 0.03 kW/s 2 based on solid pile storage of FM class 3&4 material, electronic store 0.013 kW/s 2 based on a tv-set, 0.012 kW/s 2 for flower store based on judgment, 0.050 kW/s 2 for furniture store based on furniture data. The average value was calculated and found to be 0.031 kW/s 2 and the closest category, 0.030 kW/s 2 (between medium and fast), was chosen. The same procedure was followed for the other room types, except for the category "other". For the column "other" and "unknown" with respect to the row sales area, the probability (observed fraction of fires) of ignition of each first object ignited was multiplied by the assigned alpha-value for that object. The sum of all those values represents the weighted average value for the categories "other" and "unknown". In the obtained weighted average values the categories "other" and "unknown" was included as well, this means that it was an iterative process obtaining the values, which was done in Excel. a Due to the fact that the category other is very imprecise it was chosen to just use the average value for both categories (the columns "other and unknown" and "furnishing and decorations and other furnishing and decorations").
